Jones Gillam Renz Architects

Address
730 N 9th St. 1881 Main St., Suite 301
Salina, KS 67401 Kansas City, MO 64108

ARCHITECT’'S SUPPLEMENTAL INSTRUCTIONS
JONES GILLAM RENZ DOCUMENT JGR 710

Contact Web
jgr@jgrarchitects.com jgrarchitects.com
(785) 827-0386

PROJECT:

OWNER:

CONTRACTOR:

Lee Lofts ll, Building 2
Historic Bldg Rehabilitation
Salina, KS

OPG Lee Lofts Il Partners, LLC
Dan Maximuk

254 N. Santa Fe Ave, Suite A
Salina, KS 67401

MCP Group
3501 SW Fairlawn Rd.
Topeka, KS 66614

Report No. Eight (8)
Date Dec. 11,2023
Architect's Proj No. 21-3120

Contract For: General Construction
Mechanical, Electrical

The work shall be carried out in accordance with the following supplemental instructions issued in accordance with the Contract Documents without
change in Contract Sum or Contract Time. Prior to proceeding in accordance with these instructions, indicate your acceptance of these instructions
for minor change to the Work as consistent with the Contract Documents and return a copy to the Architect.

DESCRIPTION:

1) At Historic Office 137 and Historic Hall 138 — Remove and salvage existing wood base. To be reinstalled after the final finished floor is
installed. If the wood base is missing or damaged in the process of removal, new base to match the profile of the original is to be
installed. Trim around doorways may remain.

2)  We have evaluated the remaining damaged tin ceiling and molding at Commercial Space 142. We feel it is damaged beyond repair and
too cobbled-up from previous wall removals to attempt to save. Remove completely. Save any pieces as needed to patch and repair the
ceiling/molding in the Historic Office 137 & History Hall 138.

3)  Windows locations where cast stone sill are missing or significantly damaged. Remove damaged or partial sills. Install new flashing to

match flashing at New Window Openings “E”. Reference Detail F on Sheet A10.4.

See attached sketch for direction on how to properly fill & raise the elevator pit.

4)
5)  Details on revised Sheet A2.0 have been updated to reflect metal stud construction.
6)

Direction for addressing plumbing conflicts as brought to my attention onsite on Dec. 4 or via email. See attached revised Sheets A2.8,
A2.10, A2.11 and A2.13
Unit 322 — Shift shower only, 6" to the east. Sink to remain. Party wall between units will need to jog to accommodate the

a.

b.
c.

'._'-_'_3_(_(3 ._"‘_CD p—

shower shift.
Unit 325 — Shift shower and closet above, 4" to the East.

Unit 327 — Shift toilet wall and mechanical room 7.5” to the West. Line the toilet wall up with bathroom wall to the north

(behind door).

Unit 426 — Shift the shower, mechanical room, wall adjacent to the shower & bathroom door, 6” to the East.

Unit 432 — Shift shower unit and toilet wall & door, 6” to the East
Unit 433 — Shift toilet wall 10” to the East.

Unit 429 — Shift mop sink 12" to the West, or however far needed to clear beam below.

Unit 529 — Shift toilet wall at bathroom 8” to the East.

Unit 532 - Shift shower unit and surrounding walls 6” to the east. Shift the toilet wall and door 6” to the east.
Mechanical 539 — Move the Door to the west. Relocate the Roof Hatch & Ladder to the West wall (coordinate location with
structure above). Move the mop sink to the west as needed to clear the joist below. Do not shift the party wall location.

Attachments:

Revised Architectural Sheets A2.0, A2.8, A2.10, A2.11 & A2.13
Sketch Structural Pit Detail

Issued by: Jones Gillam Renz Architects PO Box 2928, Salina, KS 67402
Maggie Gillam, Project Architect 785-827-0386 magillam@jgrarchitects.com

Copies to:

MCP Group - Eric Hubener

OPG - Dan Maximuk, Austin Kack

JGR Architects - Maggie Gillam

LST - John Lewis-Smith, Brian Ochs and Tim Tredway
Eng Cons - Brett Engelland
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108'-0"
TO WALL

3/4"x3 1/2" HARDWOOD APT. KITCHEN MATRIX REF. SHEETS A9.4—A9.5 N <
TRIM W/ EASED EDGES
(5o Soe5) GENERAL NOTES e 2
5/8" TYPE X G.B. (MR. —
I ' @ WeT AREAS) BOTH 1. CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS & CONDITIONS. | _ - 3
5"\ SIDES OVER 3-5/8" MTL. 2. IF THERE IS A DISCREPANCY BETWEEN DRAWINGS AND FIELD CONDITIONS NOTIFY ARCHITECT PRIOR TO TYPE 1 222, 225, 226, 227, 228, 233, 234, 322, 325, 326,
k= STUDS © 16°0.0 PROCEEDING WITH WORK SO THAT ANY ISSUES MAY BE CLARIFIED. 327, 328, 334, 425, 426, 427, 428, 433, 434, 525, <
e 3. ALL WORK SHALL BE IN CONFORMANCE W/ APPLICABLE BUILDING CODES & ORDINANCES. 526, 527, 528, 533, & 534 N
4. ALL NEW CONSTRUCTION SHALL BE IN CONFORMANCE TO ADA REQUIREMENTS. REFERENCE ADA FOR ~ e 3 L — O
NON FU LL HEIGHT TYPICAL MINIMUM CLEARANCE REQ'D. > d J
- 5. INSTALL MATERIALS AND/OR FINISHES AS INDICATED, IMPLIED OR AS REQUIRED FOR COMPLETE & TYPE 3 22%32229' 232, 323, 329, 332, 429, 432, 523, 529, 14
TOP OF WALL DETAIL FINISHED INSTALLATION. &
6. ALL NEW DOOR HARDWARE SHALL BE LEVER TYPE LATCH SETS UNLESS NOTED OTHERWISE. COORDINATE TYPE 4 230, 330, 331, 430, 431, 530, & 531 LLl
3/e—T—0" W/ MFR. FOR ACCESSIBLE INSTALLATION REQUIREMENTS. COORDINATE KEYING REQUIREMENTS W/ OWNER. ACCESSIBLE TPE 5 1 231 s
7. DOORS ARE TYPICALLY LOCATED W/ HINGE—SIDE JAMB 4" FROM ADJACENT WALL UNLESS NOTED ACCESSBLE TYPE 6 1333 —
OTHERWISE OR REQUIRED TO MEET LATCH—SIDE CLEARANCE PER ADA. S eEE T s s
8. FEC — INDICATES LOCATION OF RECESSED FIRE EXTINGUISHER CABINET. REF SPECS. AND DETAILS :
A/B—A2.0
9. DIMENSIONS TO NEW INTERIOR WALLS ARE TO THE FACE OF G.B. U.N.O. @)
. 10. DIMENSIONS TO EXISTING WALLS ARE TO THE FACE OF EXISTING BRICK U.N.O. &)
NS 11. CONTRACTOR TO PROVIDE FIRE BLOCKING AT PARTY WALL AT 10'—0"0.C., TYP. CONTRACTOR TO PROVIDE
108'—0” FIRE BLOCKING AT PARTY WALL AT ALL BACK TO BACK ELECTRICAL OUTLETS. PROVIDED AND INSTALL APT. BATH MATRIX REF. SHEETS A8.3—A8.7 -
TO WALL ALL FIRE BLOCKING & DRAFTSTOPS PER [2012 IBC, SECTION 717.5] e o 7))
| 12. INSTALL (4) 4”¢ RADON PIPES UP FROM THE BASEMENT THRU THE FIRST, SECOND, THIRD, FOURTH, . n
3/4°3 1/2" HARDWOOD— | FIFTH FLOORS AND THRU THE ROOF FOR FUTURE USE IF REQUIRED. CONTRACTOR MAY NEED TO JOG THE L
TRM W/ EASED EDGES | PIPE FROM FLOOR TO FLOOR TO LINE UP WITH MECHANICAL CLOSETS OR WALL CAVITES. NO JOG TO BE — -
" : : TYPE 1 222 & 322
g/ aETTYAFRFE:S)G'gi/E(I;A'R' % TYPE 2 224, 324, 424, & 524 I'IEJ
- TYPE 3 223, 323, & 523 (523 W/ WINDOW) m
3-5/8" MTL. STUDS @ N
TYPE UNIT NO. TYPE 5 228, 328, & 428 m o
TYPE 6 331, 431, & 531
NON-FULL HEIGHT 1 BEDROOM 2 BEDROOM 3 BEDROOM NPE T =58 Pt
231 333 TYPE 8 227, 327, 427, & 527 SM. 232, 233, 234, 432, 433, o
TOP OF WALL DETAIL . R
Y TYPE 9 229, 329, 429, & 529 I <
TYPE 10 230, 330, 430, & 530 S
TYPE 11 332 .
S 423
ACCESSIBLE UNIT TYPE 12 334 m
W/ ROLL—IN SHOWER TYPE 13 523 <
ACCESSIBLE TYPE 14| 423 (ROLL IN SHOWER) n
Nnal 1.5" MIN. GYPCRETE OVER EPS 232 ACCESSIBLE TYPE 15| 423 (TRANSFER SHOWER) .-
5\ INSULATION FILL (DEPTH OF FILL | earine vision ACCESSIBLE TYPE 16 | 231 m LLI
VARIES, REF. SHEETS A4.2—A4.5) IMPAIRED, UNIT ACCESSIBLE TYPE 17| 333
\5\ A 7 = |
Y\ : £ &
: EXIST. FLOOR DECKING. SCRAPE, m Y
SAND, PREPARE, PATCH, REPAIR
\'f & CLEAN EXISTING FLOOR AND O O
N SUBSTRATE ACCORDING TO
MANUFACTURER’S WRITTEN @ ALL WALLS TO BE EXTEND TO STRUCTURE, UNLESS NOTED OR DETAILED OTHERWISE -
INSTRUCTIONS @ LOAD BEARING WALLS & FIRE PARTITIONS SHALL EXTEND TO DECK, SEALED SMOKE TIGHT. I
INSTALL 2 INTERIOR PARTITION SCHEDULE @ REF. SHEETS CFP,A5.1,A5.2 & A5.3 FOR RATED WALLS, LOCATIONS & CODE INFORMATION (2
_ x6 BTM OF DECKING
TIGHT TO EXTERIOR WALL 53" o 7z 634" L .
(NOM. 6") (Now. &) (NOM.5") (NOM.7") o m §
FLOOR EDGE DETAIL 7 o , '”.A' i P w| 3
e H=—=1—5/8" TYPE X G.B. (5/8" T~ 5/8” TYPE X G.B. (5/8" TYPE X = A , <
9 3/4"=1"-0 =] TYPE X MR. GB. @ WET 12 M.R. G.B. @ WET AREAS ONLY) =} / 3 : / : : I
i ; AREAS ONLY’ g " " =t —5/8" TYPE X G.B. EACH SIDE , C—5/8" TYPE X G.B. EACH SIDE ; /__5/8" TYPE X G.B. EACH SIDE
=z = ) \ 1S, 2/8" TYPE X G.B. OVER 1/2 I (5/8" TYPE X MR. CB. @ | ' (5/8" TYPE X MR. GB. @ « ; (5//8" NPE X ik 6B 6 »
{—|&—5/8" TYPE X G.B. OVER 1/2 2 S RESILIENT CHANNELS © 24°0.C. Il WET AREAS ONLY) WET AREAS ONLY) | WET AREAS ONLY)
iy =¥ (Rg%gswp CHANNELS @ 24°0.C. & 1o (5/8" TYPE ;< MR. GB. @ WET = |
, =K R. GB. < 1S AREAS ONLY =t 3 5/8" " 6” MTL. STUDS @ 16”o.c. | & /p® .
BLOCKING AS REQ'D K= i AREAS ONLY) 3 IN ?;Egn_s. Tgué?s) @ 16%.c. E=4—3-5/8" MTL. STUDS @ 1670.. ] 3-5/8" NTL. STUDS @ 16%0.c.
M = " " :~ . STRUCT. = ‘
W= —3-5/8" MTL. STUDS @ 16%0.c. 12 =2 . : ) Aunnn00gg,,
[ d E (REF. STRUCT.) 2 S 5 1/2" BATT INSULATION = 3 1/2" BATT INSULATION 5-1/2" BATT INSULATION —3 1/2° BATT INSULATION @@“%EU J ({5‘0/@%
FIRE EXTINGUISHER—) 4 S |IEE/E—3 1/2" BATT INSULATION ’ A : : ﬁ §Q~g§o°°€€§§°°%{( 0’%
CABINET (FEC) 4 — =" ‘ SAAS ‘o %0, 2%
VERFY R.0. | 1 TPE 1 S TPE P o TPE2 3 TPES A TYPE 4 0dgoat 9 I§pazo
£ ;
: STC 50  PLAN SyvBoL N STC 50  PLAN SymBoL N PLAN SYMBOL 22227 PLAN SYMBOL 222222 PLAN SYMBOL 2227 H g7 651 s E
FILL VOID W/ ¢ B 1~HOUR RATED (UL U419) 1-HOUR RATED (UL U419) NON—RATED NON—RATED NON—RATED 2 9 23 § §
BATT INSUL ; [f-HANDLE SHALL BE No FULL HEIGHT FULL HEIGHT FULL HEIGHT FULL HEIGHT FULL HEIGHT 2o% 271977 $ L8
HIGHER THAN 48”AFF 2 o s o O
90/6 000050°° \\ &
) ” 2, S
BLOCKING AS REQ'D . (NOM. 6" 6% 20551 onar NRORS
. . — NOM. 4” HE
’ ” - I A LT 1
27-0" un_\] 4¢ 2-0 MK A e WOOD TRIM REF ;: ;;I%;; . i REVISION:
AFF. : : OIS DboA2 D 5/8" TYPE X —— H——l 2 | AYERS 5/8" TYPE X G.B. 2-LAYERS 5/8" TYPE X G.B.
: " 108'=0” E-A2. MR. G.B. ; ' EACH SIDE EACH SIDE
5/8" TYPE X G.B. OVER—) —5/8" TYPE X G.B. EACH SIDE = 3 =i 12-11-2023
1/2" RESILENT CHANNELS (/8" TYPE onyy O @ I 3—3-5/8" MTL. 3-5/8" MTL " = |
OVER & MTL. STUDS © : | || STUDS @16 STUBS © 1600, = L i—3-5/8" MTL. STUDS © 1670.c. Ki—2x4 WOOD STUDS @ 167.c.
1670.C. : : TOP OF +—3-5/8" MTL. STUDS @ 16”o.c. I\ 3/8" TYPE X GB. = 1
5/8" TYPE X G.B — FIN FLR : a7 || || EACH SIE =
= Nl {—3 1/2" BATT INSULATION (Nom/és") 1| 3 1/2" BATT = 3 1/2" BATT INSULATION 3 1/2" BATT INSULATION
: INSULATION = | 4 .
FIRE EXTINGUISHER TYPICAL FEC e wisower Wi e = = = DATE:  2-15-2023
| OR NEW PARTITION : 1o8. 20-3120
CABINET DTL @ 1HR WALL A MOUNTING HGT ~ TPES o (ecmons)  TYPE S (5 TPE7 B TPES TYPE 8W —
11/2°=1—0" B 3/4=1—0" PLAN SYMBOL 22227 PLAN symBOL — SIC 52 PLAN SYMBOL |SSSSSNN PLAN SYMBOL I PLAN SYMBOL I -
NON—RATED NON-RATED 2-HOUR RATED (UL U419) 2-HOUR RATED (UL U419)
FULL HEIGHT 8'-0" HGT ATTACH PER UL REQUIREMENTS ATTACH PER UL REQUIREMENTS
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NOTES HISTORIC RESTORATION & REHABILITATION NOTES N5 3 E
Cleds
o .
— ©O u
1 REFEREN}:E SHEET A2.0 FOR GENERAL NOTES, PARTITION SCHEDULE, 1. CONTRACTOR SHALL PROVIDE PLASTIC COATED WIRE SHELVES & ROD AT ALL CLOSETS U.N.O. AL NOTES FOR HISTORIC OFFICE #137 AND HISTORIC HALL #1 reh) 5079
KITCHEN/BATH MATRIX AND STANDARD DETAILS. 2. ALL UNITS ARE ADAPTABLE EXCEPT FOR THE DESIGNATED ACCESSIBLE UNITS. s 2
o B R e A o D T e 0 FLOOR. S P R RE B TINGUISHER WA I OUNTED: e e EXTNGUIRHER GABINET. 1) SPRINKLER, PLUMBING AND OTHER PIPES, MUST HANG BELOW EXISTING TIN CEILINGS AND ARE TO BE PAINTED TO MATCH CEILING. D=
L GOATIONS APPROVED BY LOCAL FIRE MARSHALL. FIRE EXTINGUISHERS SHALL BE INSTALLED & PROVIDED 2) REPAIR EXISTING BASEBOARD. WHERE BASEBOARD IS MISSING, REPLACE WITH NEW BASE PROFILE TO MATCH EXISTING. PAINT ALL. ® =5
IN ACCORDANCE W/ NFPA 10 & 2015 18C, SECTION 908.1 3) ALL EXISTING TIN AND TIN MOLDING IS REMAIN AT CEILINGS: CAREFULLY REMOVE PAINT AND RESTORE PER HISTORIC PRESERVATION CE S
S 507 COUNTERTOP 10 8 ” STANDARDS. b o 2
g‘ Mﬁ%ﬂ‘“g& FAIR HOUSING) BE @ 44'max ABOVE FIN FLR. 4) REMOVE ANY AND ALL SHEET ROCK, GLUE RESIDUE, ETC. ON THE ORIGINAL PLASTER WALLS. PATCH AND REPAIR AS NEEDED. PAINT. £ 83
WALL LAYOUTS MUST BE COORDINATED WITH o KITCHEN & BATH — REMOVABLE CABINET FRONTS @ SINKS & WORK SURFACE NEXT TO STOVE. WALLS — ] g cs
. IFICATI A SPECIFIC NOTES =
EXISTING FRAMING AND PROPOSED PLUMBING: SHALL BE FINISHED & FLOORING CONTINUOUS UNDERNEATH. NO PLUMBING MODIFICATIONS ALLOWED ALL EXISTING WOOD COLUMNS. MEDIA BLAST. CLEAN, REPAR AS =2
’ AFTER CABINET FRONT IS REMOVED. REMOVE EXISTING BRICK & GLASS BLOCK INFILL (AT WEST EPAINT. TYPICA w— | 5
SEWER & VENT PIPING AND FIXTURE o CONTRACTOR SHALL PROVIDE HOT WATER & DRAIN PIPES & DISPOSAL COVERS. OWNER TO INSTALL [1] NEEDED. R - L. e
WINDOW OPENINGS) PREP FOR THE INSTALLATION OF NEW
COVERS AFTER CABINET FRONT IS REMOVED AT LATER DATE. A e PR O T oo DeTa NN DULES EXISTING OPENING. INSTALL NEW ALUM. STOREFRONT DOOR/WINDOW
LOCATIONS. IT IS UNDERSTOOD THAT « CONTRACTOR TO INSTALL 2x8 BLOCKING IN WALLS FOR ALL COUNTERTOPS/SUPPORT BRACES, SHOWER - : OR GLASS OVERHEAD DOOR.
PLUMBING WALLS, SINKS, TOILETS, SHOWERS, SURROUND & BASES, FUTURE GRAB BARS AND FUTURE SHOWER SEATS, ETC. AS REQD. REMOVE PLYWOOD, CMU, OR BRICK INFILL AT EXISTING OPENING. REMOVE EXISTING STEEL WINDOW UNIT, CLEAN & PREP MASONRY
(REF. SHEETS A8.4 & A8.5) . Y PREP FOR THE INSTALLATION OF NEW DOOR/WINDOW. FOR NEW WINDOW INSTALLATION. -
ETC. MAY NEED TO BE MOVED OR ADJUSTED e ALL TOILETS SHALL BE ADA COMPLIANT (17"-19" HIGH). ., H REMOVE DAMAGED WOOD BASE THROUGHOUT ROOM AND INSTALL RESTORE EXISTING WINDOW FRAME. INSTALL NEW INSULATED GLASS m g
TO COORDINATE WITH EXISTING FRAMING o A INSTALL PLASTIC COATED WIRE CLOTHES SHELF & ROD @ 69"AFF WHERE SHOWN ON PLAN NEW WOOD BASE. MATCH ORIGINAL WOOD BASE SIZE AND REPAR & CLEAN AND REFINISH AS NEW. PR ©
. o . . -— o™
NEW OPENING. REBUILD HEAD, SILL & JAMBS, INSTALL NEW WINDOW. C |z
* CONTRACTOR SHALL PROVIDE & INSTALL HOT WATER & DRAIN PIPES & DISPOSAL COVERS WHERE ORIGINAL PLASTER WALLS: REMOVE ANY AND ALL EXISTING SHEET [16] £o2
« CONTRAGTOR TO INSTALL 2x8 BLOCKING IN WALLS FOR ALL INSTALLED GRAB BARS, ROCK, GLUE RESIDUE AND PAINT ON THE PLASTER WALLS. PATCH, FIRE DEPARTMENT EMERGENCY KEY BOX (KNOXBOX OR EQUIV.). FOR O RN
COUNTERTOPS/SUPPORT BRACES, SHOWER SURROUND & BASES, SHOWER SEATS, ETC. AS REQD FILL, AND REPAINT. ACCESS TO EACH COMMERCIAL SPACE AND RESIDENT COMMUNITY S 3
’ / ' ' P : SPACE. (MUST BE ABLE TO STORE UP TO 5 KEYS) COORDINATE ) Q=W
(REF. SHEETS A8.4 & A8.5) REMOVE ALL EXISTING FLOOR FINISHES TO ORIGINAL SUBFLOOR. - ( ) SEF 9B
o ALL TOILETS SHALL BE ADA COMPLIANT (17"=19" HIGH). PREP, SAND & LEVEL FOR NEW T&G ENGINEERED WOOD FLOORING. TYPE & LOCATION WITH LOCAL FIRE MAR?HAL/DEPARTMENT. ) N O~
e ALL ADAPTABLE UNITS NOTES RESTORE EXISTING PRESSED METAL CEILING & MOLDING, MEDIA FIRE DEPARTMENT EMERGENCY KEY BOX (KNOXBOX OR EQUIV.). FOR
« INSTALL PLASTIC COATED WIRE CLOTHES SHELF & ROD @ 48”AFF WHERE SHOWN ON PLAN BLAST, CLEAN, CAULK. AND PREPARE FOR PAINT. ACCESS TO EACH INDIVIDUAL RESIDENTIAL UNIT (MUST BE ABLE TO
7. AINGAUSIO. T ' RESTORE EXISTING WOOD WINDOW FRAME & TRIM. REMOVE EXISTING STORE UP TO 50 KEYS). COORD'N¢T5 TYPE & LOCATION WITH
* ALL ADAPTABLE U GLASS AND REPLACE WITH NEW 1/8" CLEAR, TEMPERED GLASS LOCAL FIRE MARSHAL /DEPARTMEN
o« CONTRACTOR SHALL INSTALL EQUIPMENT REQUIRED PER 2010 ADA SEC.[809.5. & ICC A117.1—2009 PESTORE. EXISTING WOOD DOOR FRAME & TRM. GLEAN. PANT 79] FILL IN EXISTNG NON~HISTORIC WALL OPENINGS. FINISH TO MATCH
SEC. 1005. : ' : EXISTING PLASTER. PAINT.
[3] RESTORE EXISTING WOOD DOOR & FRAME & TRIM. CLEAN, PAINT. . LAUNDRY: CLOTHES DRYERS AND WASHERS ARE TO BE SUPPLIED
REPLACE EXISTING GLASS WITH NEW 1/8" TEMPERED CLEAR GLASS. BY OTHERS.
[21] REMOVE EXISTING CMU INFILL_ AT EXISTING OPENINGS. CLEAN AND
[10] LOCATION OF NEW PLUMBING LINE. PAINT TO MATCH COLOR OF PREP ORIGINAL MASONRY
WALL. RE).
‘E’ ALL EXISTING BRICK/CMU WALLS WITH LIMEWASH: MEDIA—BLAST, NEW COLUMN, PAINTED. REFERENCE STRUCTURAL DRAWINGS
TUCKPOINT, CLEAN, REPAIR, AND REPLACE (IF NEEDED). TO BE
LEFT EXPOSED: PREP FOR SEALER/PROTECTIVE COAT AFTER BRIC A&
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1) SPRINKLER, PLUMBING AND OTHER PIPES, MUST HANG BELOW EXISTING TIN CEILINGS AND ARE TO BE PAINTED TO MATCH CEILING.  SPRINKLER, PLUMBING AND OTHER PIPES, MUST HANG BELOW EXISTING TIN CEILINGS AND ARE TO BE PAINTED TO MATCH CEILING.  2) REPAIR EXISTING BASEBOARD. WHERE BASEBOARD IS MISSING, REPLACE WITH NEW BASE PROFILE TO MATCH EXISTING. PAINT ALL.  REPAIR EXISTING BASEBOARD. WHERE BASEBOARD IS MISSING, REPLACE WITH NEW BASE PROFILE TO MATCH EXISTING. PAINT ALL.  3) ALL EXISTING TIN AND TIN MOLDING IS REMAIN AT CEILINGS: CAREFULLY REMOVE PAINT AND RESTORE PER HISTORIC PRESERVATION ALL EXISTING TIN AND TIN MOLDING IS REMAIN AT CEILINGS: CAREFULLY REMOVE PAINT AND RESTORE PER HISTORIC PRESERVATION STANDARDS.   4) REMOVE ANY AND ALL SHEET ROCK, GLUE RESIDUE, ETC. ON THE ORIGINAL PLASTER WALLS. PATCH AND REPAIR AS NEEDED. PAINT. REMOVE ANY AND ALL SHEET ROCK, GLUE RESIDUE, ETC. ON THE ORIGINAL PLASTER WALLS. PATCH AND REPAIR AS NEEDED. PAINT. 
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REMOVE EXISTING BRICK & GLASS BLOCK INFILL (AT WEST WINDOW OPENINGS) PREP FOR THE INSTALLATION OF NEW ALUMINUM WINDOWS. REFERENCE WINDOW DETAIL AND SCHEDULES.
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REMOVE PLYWOOD, CMU, OR BRICK INFILL AT EXISTING OPENING. PREP FOR THE INSTALLATION OF NEW DOOR/WINDOW.
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RESTORE EXISTING WOOD DOOR & FRAME & TRIM. CLEAN, PAINT. REPLACE EXISTING GLASS WITH NEW 1/8" TEMPERED CLEAR GLASS.
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ALL EXISTING BRICK/CMU WALLS WITH LIMEWASH: MEDIA-BLAST, TUCKPOINT, CLEAN, REPAIR, AND REPLACE (IF NEEDED). TO BE LEFT EXPOSED: PREP FOR SEALER/PROTECTIVE COAT AFTER BRICK HAS BEEN CLEANED, 
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EXISTING OPENING. INSTALL NEW ALUM. STOREFRONT DOOR/WINDOW OR GLASS OVERHEAD DOOR.
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N |5 8 5
NOTES UNIT GENERAL NOTES HISTORIC RESTORATION & REHABILITATION NOTES C 2o %
> 0o
D|sS ¢
1. RETI-;:EREE:EICBEA?:E'E} TQZXOAL%R&%%%?% NDCl)E'['rEAS, SPARTITION SCHEDULE, 1. CONTRACTOR SHALL PROVIDE PLASTIC COATED WIRE SHELVES & ROD AT ALL CLOSETS U.N.O. GENERAL NOTES FOR HISTORIC OFFICE #137 AND HISTORIC HALL #138 m . i £
KITCH | ILS. 2. ALL UNITS ARE ADAPTABLE EXCEPT FOR THE DESIGNATED ACCESSIBLE UNITS. >0
2 A ALy AL A o ETa K FLB6R T0 FLOOR. 3. FE = FIRE EXTINGUISHER, WALL MOUNTED; FEC = FIRE EXTINGUISHER CABINET. 1) SPRINKLER, PLUMBING AND OTHER PIPES, MUST HANG BELOW EXISTING TIN CEILINGS AND ARE TO BE PAINTED TO MATCH CEILING. S5 6
LOCATIONS APPROVED BY LOGAL FIRE MARSHALL. FIRE EXTINGUISHERS SHALL BE INSTALLED & PROVIDED 2) REPAIR EXISTING BASEBOARD. WHERE BASEBOARD IS MISSING, REPLACE WITH NEW BASE PROFILE TO MATCH EXISTING. PAINT ALL. E 59 5
: 3) ALL EXISTING TIN AND TIN MOLDING IS REMAIN AT CEILINGS: CAREFULLY REMOVE PAINT AND RESTORE PER HISTORIC PRESERVATION c 8=
4. mTéﬁESRgAgngwI{EgE:aéLiﬂBUVﬂUUNTEmTTW O SUNTERTOP Tt ‘1B‘E @ 44”max ABOVE FIN FLR. STANDARDS. 529
5. ADAPTABLE UNITS' (LABEL PER FAIR HOUSING) 4) REMOVE ANY AND ALL SHEET ROCK, GLUE RESIDUE, ETC. ON THE ORIGINAL PLASTER WALLS. PATCH AND REPAIR AS NEEDED. PAINT. (C|= g 2
o KITCHEN & BATH — REMOVABLE CABINET FRONTS @ SINKS & WORK SURFACE NEXT TO STOVE. WALLS —
WALL LAYOUTS MUST BE COORDINATED WITH SHALL BE FINISHED & FLOORING CONTINUOUS UNDERNEATH. NO PLUMBING MODIFICATIONS ALLOWED SPECIFIC NOTES | ©
EXISTING FRAMING AND PROPOSED PLUMBING; AFTER CABINET FRONT | , ALL EXISTING WOOD COLUMNS. MEDIA BLAST, CLEAN, REPAIR AS
SEWER & VENT PIPING AND FIXTURE ’ « CONTRACTOR SHALL PROVIDE HOT WATER & DRAIN PIPES & DISPOSAL COVERS. OWNER TO INSTALL [[1] REMOVE EXISTING BRICK & GLASS BLOCK INFILL (AT WEST NEEDED. REPAINT. TYPICAL. ( : )
COVERS AFTER CABINET FRONT IS REMOVED AT LATER DATE. ' X"'N?‘?’:’ Spmgga)s Pg’é&;gﬁé“%%%ﬁ%@&?" &’DNgg’HED Es EXISTING OPENING. INSTALL NEW ALUM. STOREFRONT DOOR/WINDOW
LOCATIONS. IT IS UNDERSTOOD THAT e CONTRACTOR TO INSTALL 2x8 BLOCKING IN WALLS FOR ALL COUNTERTOPS/SUPPORT BRACES, SHOWER RE‘;OVEU oo o O] E|>-<ISTING OPENI:';; : OR GLASS OVERHEAD DOOR. (p]
SURROUND & BASES, FUTURE GRAB BARS AND FUTURE SHOWER SEATS, ETC. AS REQ'D. , CMU, : S
PLUMBING WALLS, SINKS, TOILETS, SHOWERS, (REF. SHEETS A8.4 & A8.5) o PREP FOR THE INSTALLATION OF NEW DOOR/WINDOW. R E W AINDOY NG AL ATy UNIT, CLEAN & PREP MASONRY D S o
ETC. MAY NEED TO BE MOVED OR ADJUSTED . mé_T I&LEI?ASST%%O%E SDQIR%O%ESTAHNEE (;ZlE[:'g& l-ggg).@ 66" AFF WHERE SHOWN ON PLAN [3] REMOVE DAMAGED WOOD BASE THROUGHOUT ROOM AND INSTALL RESTORE EXISTING WINDOW FRAME. INSTALL NEW INSULATED GLASS C £ Q
. NEW WOOD BASE. MATCH ORIGINAL WOOD BASE SIZE AND : ' S50
TO COORDINATE WITH EXISTING FRAMING 6. ACCESSIBLE UNITS (INDICATED ON FLOOR PLAN SHEETS): PROFILE. PAINT. REPAIR & CLEAN AND REFINISH AS NEW. O Z X R
o CONTRACTOR SHALL PROVIDE & INSTALL HOT WATER & DRAIN PIPES & DISPOSAL COVERS WHERE ORIGINAL PLASTER WALLS: REMOVE ANY AND ALL EXISTING SHEET [16] NEW OPENING. REBUILD HEAD, SILL & JAMBS, INSTALL NEW WINDOW. Z g 9
PIPING IS EXPOSED. : ﬁ c 2
d . FILL, AND REPAINT. ACCESS TO EACH COMMERCIAL SPACE AND RESIDENT COMMUNITY R o R
COUNTERTOPS/SUPPORT BRACES, SHOWER SURROUND & BASES, SHOWER SEATS, ETC. AS REQ'D.
(REF. SHEETS /A8.4 & A8.5) REMOVE ALL EXISTING FLOOR FINISHES TO ORIGINAL SUBFLOOR. SPACE. (MUST BE ABLE TO STORE UP TO 5 KEYS) COORDINATE
o ALL TOILETS SHALL BE ADA COMPLIANT (17°=19" HIGH). PREP, SAND & LEVEL FOR NEW T&G ENGINEERED WOOD FLOORING. m;E D"épﬁ%ﬁﬂﬁ? ém:l-é é.&CCA\I(. ;ETKEB%QR?:@){BDE)ZAS;MESJ;V) o
* ALL ADAPTABLE UNITS NOTES RESTORE EXISTING PRESSED METAL CEILING & MOLDING, MEDIA )
o INSTALL PLASTIC COATED WIRE CLOTHES SHELF & ROD @ 48”AFF WHERE SHOWN ON PLAN BLAST, CLEAN. CAULK. AND PREPARE FOR PAINT. ACCESS TO EACH INDIV;DUAL RESIDENTIAL UNIT (MUST BE ABLE TO
7. : STORE UP TO 50 KEYS). COORDINATE TYPE & LOCATION WITH
o ALL ADAPTABLE UNITS NOTES RESTORE EXISTING WOOD WINDOW FRAME & TRIM. REMOVE EXISTING LOCAL FIRE MARSHAL/DEPARTMENT
o CONTRACTOR SHALL INSTALL EQUIPMENT REQUIRED PER 2010 ADA SEC. [809.5. & ICC A117.1—2009 e A oy ;{fMECfﬁi]Mmgfgfﬁop‘iﬁ:fs 7] FILL IN EXISTING NON-HISTORIC WALL OPENINGS. FINISH TO MATCH
SEC. 1005. . ' : EXISTING PLASTER. PAINT.
[5] RESTORE EXISTING WOOD DOOR & FRA;AE & TRIM. CLEAN, PAINT. 20| L o COTHES DRYERS AND WASHERS ARE TO BE SUPPLIED
REPLACE EXISTING GLASS WITH NEW 1/8” TEMPERED CLEAR GLASS. :
REMOVE EXISTING CMU INFILL AT EXISTING OPENINGS. CLEAN AND
[10] LOCATION OF NEW PLUMBING LINE. PAINT TO MATCH COLOR OF PREP ORIGINAL MASONRY OPENING. INSTALL NEW BRICK AT
[11] ALL EXISTING BRICK/CMU WALLS WITH LIMEWASH: MEDIA—BLAST,
TUCKPOINT, CLEAN, REPAIR, AND REPLACE (IF NEEDED). TO BE
LEFT EXPOSED: PREP FOR SEALER/PROTECTIVE COAT AFTER BRICK
HAS BEEN CLEANED,
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1. REFERENCE SHEET A2.0 FOR GENERAL NOTES, PARTITION SCHEDULE,
KITCHEN/BATH MATRIX AND STANDARD DETAILS.
2. ALL MAIN HALLWAY WALLS ARE TO STACK FLOOR TO FLOOR.

HISTORIC RESTORATION & REHABILITATION NOTES

A FOR HISTORI FFl 137 AND HISTORIC HA 1

1) SPRINKLER, PLUMBING AND OTHER PIPES, MUST HANG BELOW EXISTING TIN CEILINGS AND ARE TO BE PAINTED TO MATCH CEILING.
2) REPAIR EXISTING BASEBOARD. WHERE BASEBOARD IS MISSING, REPLACE WITH NEW BASE PROFILE TO MATCH EXISTING. PAINT ALL.
3) ALL EXISTING TIN AND TIN MOLDING IS REMAIN AT CEILINGS: CAREFULLY REMOVE PAINT AND RESTORE PER HISTORIC PRESERVATION

STANDARDS.

4) REMOVE ANY AND ALL SHEET ROCK, GLUE RESIDUE, ETC. ON THE ORIGINAL PLASTER WALLS. PATCH AND REPAIR AS NEEDED. PAINT.

WALL LAYOUTS MUST BE COORDINATED WITH EXISTING FRAMING
AND PROPOSED PLUMBING; SEWER & VENT PIPING AND FIXTURE
LOCATIONS.

IT IS UNDERSTOOD THAT PLUMBING WALLS, SINKS,

TOILETS, SHOWERS, ETC. MAY NEED TO BE MOVED OR ADJUSTED
TO COORDINATE WITH EXISTING FRAMING

PECIF1

REMOVE EXISTING BRICK & GLASS BLOCK INFILL (AT WEST
WINDOW OPENINGS) PREP FOR THE INSTALLATION OF NEW
ALUMINUM WINDOWS. REFERENCE WINDOW DETAIL AND SCHEDULES.
REMOVE PLYWOOD, CMU, OR BRICK INFILL AT EXISTING OPENING.
PREP FOR THE INSTALLATION OF NEW DOOR/WINDOW.

E REMOVE DAMAGED WOOD BASE THROUGHOUT ROOM AND INSTALL

NEW WOOD BASE. MATCH ORIGINAL WOOD BASE SIZE AND
PROFILE. PAINT.

ORIGINAL PLASTER WALLS: REMOVE ANY AND ALL EXISTING SHEET
ROCK, GLUE RESIDUE AND PAINT ON THE PLASTER WALLS. PATCH,
FILL, AND REPAINT.

REMOVE ALL EXISTING FLOOR FINISHES TO ORIGINAL SUBFLOOR.
PREP, SAND & LEVEL FOR NEW T&G ENGINEERED WOOD FLOORING.
RESTORE EXISTING PRESSED METAL CEILING & MOLDING, MEDIA
BLAST, CLEAN, CAULK, AND PREPARE FOR PAINT.

RESTORE EXISTING WOOD WINDOW FRAME & TRIM. REMOVE EXISTING
GLASS AND REPLACE WITH NEW 1/8" CLEAR, TEMPERED GLASS

RESTORE EXISTING WOOD DOOR FRAME & TRIM. CLEAN, PAINT.

E’ RESTORE EXISTING WOOD DOOR & FRAME & TRIM. CLEAN, PAINT.
REPLACE EXISTING GLASS WITH NEW 1/8” TEMPERED CLEAR GLASS.

m LOCATION OF NEW PLUMBING LINE. PAINT TO MATCH COLOR OF
WALL.

E ALL EXISTING BRICK/CMU WALLS WITH LIMEWASH: MEDIA—BLAST,
TUCKPOINT, CLEAN, REPAIR, AND REPLACE (IF NEEDED). TO BE
LEFT EXPOSED: PREP FOR SEALER/PROTECTIVE COAT AFTER BRICK
HAS BEEN CLEANED,

ALL EXISTING WOOD COLUMNS. MEDIA BLAST, CLEAN, REPAIR AS
NEEDED. REPAINT. TYPICAL.

EXISTING OPENING. INSTALL NEW ALUM. STOREFRONT DOOR/WINDOW
OR GLASS OVERHEAD DOOR.

REMOVE EXISTING STEEL WINDOW UNIT, CLEAN & PREP MASONRY
FOR NEW WINDOW INSTALLATION.

RESTORE EXISTING WINDOW FRAME, INSTALL NEW INSULATED GLASS,
REPAIR & CLEAN AND REFINISH AS NEW.

NEW OPENING. REBUILD HEAD, SILL & JAMBS, INSTALL NEW WINDOW.

FIRE DEPARTMENT EMERGENCY KEY BOX (KNOXBOX OR EQUIV.). FOR
ACCESS TO EACH COMMERCIAL SPACE AND RESIDENT COMMUNITY
SPACE. (MUST BE ABLE TO STORE UP TO 5 KEYS) COORDINATE
TYPE & LOCATION WITH LOCAL FIRE MARSHAL/DEPARTMENT.

FIRE DEPARTMENT EMERGENCY KEY BOX (KNOXBOX OR EQUIV.). FOR
ACCESS TO EACH INDIVIDUAL RESIDENTIAL UNIT (MUST BE ABLE TO
STORE UP TO 50 KEYS). COORDINATE TYPE & LOCATION WITH
LOCAL FIRE MARSHAL/DEPARTMENT

. FILL IN EXISTING NON—HISTORIC WALL OPENINGS. FINISH TO MATCH
EXISTING PLASTER. PAINT.

m LAUNDRY: CLOTHES DRYERS AND WASHERS ARE TO BE SUPPLIED
BY OTHERS.

REMOVE EXISTING CMU INFILL AT EXISTING OPENINGS. CLEAN AND
PREP ORIGINAL MASONRY OPENING. INSTALL NEW BRICK AT
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HISTORIC REHAB. (APARTMENTS, COMMERCIAL)

LEE LOFTS, PHASE II, BUILDING 2
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NOTES U N IT G E N E RAL N OTES HISTORIC RESTORATION & REHABILITATION NOTES
1. REFERENCE SHEET A2.0 FOR GENERAL NOTES, PARTITION SCHEDULE, 1. CONTRACTOR SHALL PROVIDE PLASTIC COATED WIRE SHELVES & ROD AT ALL CLOSETS U.N.O. A FOR HISTORIC OFFICE #137 AND HISTORIC HALL #1
) ﬁﬁ%ﬂ(ﬁ:ﬁﬁﬁ%ﬁﬁ? a0 D, SR TSR To FLOOR § ﬂ:—'— ur;:;g QE%N%DAPTAB'-E EXCEPT FOR THE DESIGNATED ACCESSIBLE UNITS. 1) SPRINKLER, PLUMBING AND OTHER PIPES, MUST HANG BELOW EXISTING TIN CEILINGS AND ARE TO BE PAINTED TO MATCH CEILING.
' : - FE = UISHER, WALL MOUNTED: FEC = FIRE EXTINGUISHER CABINET. 2) REPAIR EXISTING BASEBOARD. WHERE BASEBOARD IS MISSING, REPLACE WITH NEW BASE PROFILE TO MATCH EXISTING. PAINT ALL
LOCATIONS APPROVED BY LOCAL FIRE MARSHALL. FIRE EXTINGUISHERS SHALL BE INSTALLED & PROVIDED ' ' ' '
3) ALL EXISTING TIN AND TIN MOLDING IS REMAIN AT CEILINGS: CAREFULLY REMOVE PAINT AND RESTORE PER HISTORIC PRESERVATION
IN ACCORDANCE W/ NFPA 1ol| & 2012 IBC, SECTION 90?.1. ) ALL EXISTIN
g: KITCHEN & BATH 'B(EL%?LAE,'ER FAIR HOUSING) BE @ 44’max ABOVE FIN FLR. 4) REMOVE ANY AND ALL SHEET ROCK, GLUE RESIDUE, ETC. ON THE ORIGINAL PLASTER WALLS. PATCH AND REPAIR AS NEEDED. PAINT.
e KITCHEN & BATH — REMOVABLE CABINET FRONTS @ SINKS & WORK SURFACE NEXT TO STOVE. WALLS
WALL LAYOUTS MUST BE COORDINATED WITH SHALL BE FINISHED & FLOORING CONTINUOUS UNDERNEATH. NO PLUMBING MODIFICATIONS ALLOWED SPECIFIC NOTES
EXISTING FRAMING AND PROPOSED PLUMBING; AFTER CABINET FRONT IS REMOVED. ALL EXISTING WOOD COLUMNS. MEDIA BLAST, CLEAN, REPAR AS
SEWER & VENT PIPING AND FIXTURE o CONTRACTOR SHALL PROVIDE HOT WATER & DRAIN PIPES & DISPOSAL COVERS. OWNER TO INSTALL [[1] REMOVE EXISTING BRICK & GLASS BLOCK INFILL (AT WEST NEEDED. REPAINT. TYPICAL.
COVERS AFTER CABINET FRONT IS REMOVED AT LATER DATE. f‘&?ﬁ,ﬁ’ﬁ"@?&gg@g P';E';Eggscg“al%%wég“ﬁf KDNgg’HEDULES EXISTING OPENING. INSTALL NEW ALUM. STOREFRONT DOOR/WINDOW
LOCATIONS. IT IS UNDERSTOOD THAT * CONTRACTOR TO INSTALL 2x8 BLOCKING IN WALLS FOR ALL COUNTERTOPS/SUPPORT BRACES, SHOWER : - OR GLASS OVERHEAD DOOR.
PLUMBING WALLS, SINKS, TOILETS, SHOWERS, SURROUND & BASES, FUTURE GRAB BARS AND FUTURE SHOWER SEATS, ETC. AS REQ'D. REMOVE PLYWOOD, CMU, OR BRICK INFILL AT EXISTING OPENING. REMOVE EXISTING STEEL WINDOW UNIT, CLEAN & PREP MASONRY
(REF. SHEETS A8.4 & A8.5) PREP FOR THE INSTALLATION OF NEW DOOR/WINDOW. FOR NEW WINDOW INSTALLATION.
ETC. MAY NEED TO BE MOVED OR ADJUSTED o ALL TOILETS SHALL BE ADA COMPLIANT (17°-19” HIGH). [3] REMOVE DAMAGED WOOD BASE THROUGHOUT ROOM AND INSTALL RESTORE EXISTING WINDOW FRAME. INSTALL NEW INSULATED GLASS
TO COORDINATE WITH EXISTING FRAMING o A INSTALL PLASTIC COATED WIRE CLOTHES SHELF & ROD @ 69”AFF WHERE SHOWN ON PLAN NEW WOOD BASE. MATCH ORIGNAL WOOD BASE SIZE AND REPAIR 2 CLEAN AND REFINISH. A5 NEW '
. : ILE. PAINT. '
TRACTOR SHALL PROVI INSTALL HOT WA AN PIP ISPOSA NEW OPENING. REBUILD HEAD, SILL & JAMBS, INSTALL NEW WINDOW.
» CONTRACTOR SHALL PROVIDE & INSTALL HOT WATER & DRAIN PIPES & DISPOSAL COVERS WHERE ORIGNAL PLASTER WALLS: SEWOVE ANY AND ALL BSTNG SHEET ( !
o CONTRACTOR TO INSTALL 2x8 BLOCKING IN WALLS FOR ALL INSTALLED GRAB BARS, K, GLUE RESIDU : L LLS. H, | |17] FIRE DEPARTMENT EMERGENCY KEY BOX (KNOXBOX OR EQUIV.). FOR
COUNTERTOPS/SUPPORT BRACES, SHOWER SURROUND & BASES, SHOWER SEATS, ETC. AS REQ'D. FILL, AND REPAINT. ACCESS TO EACH COMMERCIAL SPACE AND RESIDENT COMMUNITY
(REF. SHEETS AB.4 & AB.5) REMOVE ALL EXISTING FLOOR FINISHES TO ORIGINAL SUBFLOOR. SPACE. (MUST BE ABLE TO STORE UP TO 5 KEYS) COORDINATE
e ALL TOILETS SHALL BE ADA COMPLIANT (17°=19" HIGH). PREP, SAND & LEVEL FOR NEW T&G ENGINEERED WOOD FLOORING. TYPE & LOCATION WITH LOCAL FIRE MARSHAL/DEPARTMENT.
e ALL ADAPTABLE UNITS NOTES ] RESTORE EXISTING PRESSED METAL CEILING & MOLDING, MEDIA FIRE DEPARTMENT EMERGENCY KEY BOX (KNOXBOX OR EQUIV.). FOR
o INSTALL PLASTIC COATED WIRE CLOTHES SHELF & ROD @ 48"AFF WHERE SHOWN ON PLAN BLAST, CLEAN, CAULK, AND PREPARE FOR PAINT. ACCESS TO EACH INDIVIDUAL RESIDENTIAL UNIT (MUST BE ABLE TO
7. : RESTORE EXISTING WOOD WINDOW FRAME & TRIM. REMOVE EXISTING STORE UP TO 50 KEYS). COORDINATE TYPE & LOCATION WITH
o ALL ADAPTABLE UNITS NOTES x LOCAL FIRE MARSHAL/DEPARTMENT
« CONTRACTOR SHALL INSTALL EQUIPMENT REQUIRED PER 2010 ADA SEC.[809.5. & ICC_A117.1-2009 e o e, JI{:MECI&EATEMT%:::D iyt [15] FLL IN EXISTNG NON-HISTORIC WALL OPENINGS. FINSH TO MATCH
SEC. 1005. ‘ » PANT EXISTING PLASTER. PAINT.
[3] RESTORE EXISTING WOOD DOOR & FRAME & TRIM. CLEAN, PAINT. [20] LAUNDRY: CLOTHES DRYERS AND WASHERS ARE TO BE SUPPLIED
REPLACE EXISTING GLASS WITH NEW 1/8" TEMPERED CLEAR GLASS. BY OTHERS.
REMOVE EXISTING CMU INFILL AT EXISTING OPENINGS. CLEAN AND
m b%iﬁ“ON OF NEW PLUMBING LINE. PAINT TO MATCH COLOR OF PREP ORIGINAL MASONRY OPENING. INSTALL NEW BRICK AT
~ E).
E ALL EXISTING BRICK/CMU WALLS WITH LIMEWASH: MEDIA—BLAST, NEW COLUMN, PAINTED. REFERENCE STRUCTURAL DRAWINGS
TUCKPOINT, CLEAN, REPAIR, AND REPLACE (IF NEEDED). TO BE
LEFT EXPOSED: PREP FOR SEALER/PROTECTIVE COAT AFTER BRICK A&s
HAS BEEN CLEANED,
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