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GENERAL NOTES

/ 1. CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS & CONDITIONS.
a 2. IF THERE IS A DISCREPANCY BETWEEN DRAWINGS AND FIELD CONDITIONS
NOTIFY ARCHITECT PRIOR TO PROCEEDING W/ WORK SO THAT ANY ISSUES
NEW METAL STUDS, ¢ EXISTING TILE BLOCK, MAY BE CLARIFIED. /
W/ TILE BACKER BOARD, W/ MAPEI ECHO PRIM GRIP 3. ALL WORK SHALL BE IN CONFORMANCE W/ APPLICABLE BUILDING CODES &
ORDINANCES.
4. ALL NEW CONSTRUCTION SHALL BE IN CONFORMANCE TO ADA
N I a6’ PRIM GRIP /‘ N I e PRIM GRIP REQUIREMENTS. REFERENCE ADA FOR TYPICAL MINIMUM CLEARANCE REQD.
— C 5. INSTALL MATERIALS AND/OR FINISHES AS INDICATED, IMPLIED OR AS
REQUIRED FOR COMPLETE & FINISHED INSTALLATION.
SCHLUTER TRIM, COLOR AS SELECTED SCHLUTER TRIM, COLOR AS SELECTED 6. ALL NEW DOOR HARDWARE SHALL BE LEVER TYPE LATCH SETS UNLESS
NOTED OTHERWISE. COORDINATE W/ MFR. FOR ADA INSTALLATION
) 6" EPOXY RESIN BASE. ON REQUIREMENTS. COORDINATE KEYING REQUIREMENTS W/ OWNER.
v 5/8" GB Exp TILE BACKER — 6" EPOXY RESIN BASE OVER, 7. DOORS ARE TYPICALLY LOCATED W/ HINGE—SIDE JAMB 4" FROM ADJACENT
© : © EXISTING TILE BLOCK WALL UNLESS NOTED OTHERWISE OR REQUIRED TO MEET LATCH-SIDE
TO MATCH TILE BLOCK
SCHLUTER EDGE TRIM, CLEARANCE PER ADA.
EPOXY RESIN COLOR AS SELECTED —— EPOXY RESIN OVER, —— EPOXY RESIN OVER, 8. DIMENSIONS TO NEW INTERIOR WALLS ARE TO THE FACE OF BLOCK OR G.B.
OVER. EXISTING EXISTING TERRAZZO FLOOR EXISTING TERRAZZO FLOOR U.N.O.
TERRAZZ0 FLOOR VCT, TO MATCH 9. FEC — INDICATES NEW RECESSED FIRE EXTINGUISHER CABINET.
EXISTING \ \ 10. ALL FURRNITURE SHOWN IS TO BE PROVIDED BY OWNER.
11. EXISTING GLAZED TILE BLOCK. NOT SCHEDULED TO BE REMOVED OR
FURRRED OVER, SHALL BE COATED W/ MAPEI ECHO PRIM GRIP TO
NEW WALL EXISTING WALL PREPARE SURFACES TO BE TILED DIRECTLY OVER. HOWEVER, AT EXISTING
RECESSED AREAS, FURR OUT OR SKIM W/ APPROVED SUBSTRATE TO BE
F FLOOR TRANSITION DETAIL E BASE DETAIL D BASE DETAIL TILED FLUSH W/ OTHER AREAS..
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GENERAL DEMOLITION NOTES

1. REMOVE MECHANICAL AND ELECTRICAL INSTALLATION FROM PROJECT AREA

UNLESS REQUIRED FOR NEW WORK OR EXISTING INSTALLATION NOT
AFFECTED BY REMODEL.

2. DRAWINGS GENERALLY INDICATE ITEMS TO REMAIN, AND DO NOT

SPECIFICALLY DESCRIBE ALL MECHANICAL AND ELECTRICAL INSTALLATION TO
BE REMOVED. IT IS CONTRACTORS RESPONSIBILITY TO VISIT JOB SITE AND

FIELD VERIFY ALL ITEMS TO BE REMOVED, COORDINATE WITH G.C.

3. DELIVER DEMOLISHED EQUIPMENT, ETC. TO OWNER OR DISPOSE OF, AS
DIRECTED BY OWNER.

4. SEE ARCHITECTURAL DEMOLITION DRAWINGS FOR ADDITIONAL

INFORMATION.

5. ALL MECHANICAL AND ELECTRICAL INSTALLATION TAKEN OUT OF SERVICE

SHALL BE REMOVED.

6. WHERE EXISTING MECHANICAL AND ELECTRICAL INSTALLATION TAKEN OUT
OF SERVICE IS LOCATED BELOW SLABS OR IN WALLS AND IS UNABLE TO BE
REMOVED, PLUG AND CAP AT SURFACE AND ABANDON.

7. COORDINATE CUTTING, PATCHING OF EXISTING BUILDING CONSTRUCTION

AFFECTED BY MECHANICAL AND ELECTRICAL DEMOLITION WITH G.C.
8. NOT ALL ITEMS REQUIRED TO BE DEMOLISHED MAY BE INDICATED ON

DRAWINGS. ALL DEMOLITION OF AFFECTED SPACE SHALL BE PERFORMED AS

IF INDICATED.

NOTES BY SYMBOL.:

1.
2.

10.
. REMOVE SWITCH AND ASSOCIATED CIRCUITRY.
12.
13.

14.

REMOVE PLUMBING FIXTURE AND ASSOCIATED PIPING.
REMOVE DRAINAGE AND WATER PIPING BELOW SLAB.
MODIFY PIPING AS REQUIRED TO MAINTAIN OPERATION
OF FIXTURES NOT REMOVED AS PART OF THIS PROJECT.
FIELD VERIFY.

FIXTURES TO REMAIN. MODIFY PIPING AS REQUIRED TO
MAINTAIN OPERATION.

VERIFY EXTEND OF EXISTING PIPING EXTENDING OUTSIDE
OF CONSTRUCTION LIMITS AND MODIFY AS REQUIRED
TO RECONNECT.

REMOVE LIGHT FIXTURE. MODIFY CIRCUITRY AS
REQUIRED TO REUSE FOR NEW FIXTURES.

REMOVE SPEAKER. RETAIN AND REINSTALL IN NEW
CEILING.

REMOVE SMOKE DETECTOR. RETAIN AND REINSTALL IN
NEW CEILING.

REMOVE AIR DEVICES. EXTEND DUCTWORK AS REQUIRED
TO NEW AIR DEVICE AT NEW CEILING.

REMOVE FIRE ALARM HORN/STROBE. RETAIN FOR
REINSTALLATION. MODIFY CIRCUITRY AS REQUIRED.
REMOVE HAND DRYERS AND ASSOCIATED CIRCUITRY.

EXTEND JUNCTION BOX TO NEW WALL.

REMOVE MECHANICAL/ELECTRICAL INSTALLATION FROM
WALL BEING REMOVED. SERVICE TO ITEMS NOT BEING
REMOVED AS PART OF THIS PROJECT SHALL BE RESTORED
TO FULL OPERATION.

RELOCATE EMERGENCY FIXTURE AND ASSOCIATED
CIRCUITRY.

MANHATTAN
4809 Vue Du Lac Place, Suite 201
Manhattan, KS 66503
785.587.8042

www.LSTengineers.com
mail@LSTengineers.com

Project 23107

GENERAL MECHANICAL DEMOLITION NOTES

1.

ALL PIPING TAKEN OUT OF SERVICE SHALL BE REMOVED. WHERE PIPING TO BE
REMOVED IS CONNECTED TO EXISTING PIPING TO REMAIN, PIPING SHALL BE
REMOVED BACK TO MAIN AND CAPPED, UNLESS INDICATED OTHERWISE.

ALL DUCTWORK TAKEN OUT OF SERVICE SHALL BE REMOVED.

WHERE MECHANICAL PENETRATIONS IN AN EXTERIOR WALL AND/OR ROOF
ARE TO BE TAKEN OUT OF SERVICE, COORDINATE INFILL OF EXTERIOR WALL
AND/OR PATCHING OF ROOF WITH G.C.

COORDINATE CUTTING, PATCHING OF EXISTING WALLS, CEILINGS, AND
FLOORS AFFECTED BY MECHANICAL DEMOLITION WITH G.C.

GENERAL ELECTRICAL DEMOLITION NOTES

1.

REMOVE ALL NM, BX, MC, AC AND OTHER CABLE SYSTEMS AND WIRING FOR ALL
ABANDONED CIRCUITS.

REMOVE ALL ABANDONED CONDUITS ABOVE LAY-IN CEILINGS, EXPOSED CONDUITS,
FLEXIBLE CONDUITS, SURFACE RACEWAY, SURFACE MOUNTED OUTLET/JUNCTION BOXES
AND EQUIPMENT UNLESS NOTED OTHERWISE.

WHERE ABANDONED FEEDERS AND BRANCH CIRCUITS ARE CONCEALED WITHIN WALLS,
FLOORS AND HARD CEILINGS THAT ARE TO REMAIN, REMOVE ALL WIRING AND CAP
CONDUITS AT BOTH ENDS.

WHERE ABANDONED OUTLET AND JUNCTION BOXES ARE RECESSED FLUSH IN WALLS,
FLOORS AND HARD CEILINGS THAT ARE TO REMAIN, REMOVE ALL WIRING AND WIRING
DEVICES AND PROVIDE BLANK STAINLESS STEEL COVERPLATES FOR BOXES 6"x6" AND
SMALLER. REMOVE BOXES LARGER THAN 6"x6" AND PATCH SURFACE TO MATCH
EXISTING. COORDINATE WITH ARCHITECT FOR FINAL DIRECTION.

ALL EQUIPMENT, FIXTURES, RACEWAY, WIRING AND DEVICES WHICH ARE REMOVED SHALL
BE REMOVED FROM THE JOB SITE BY THIS CONTRACTOR, UNLESS DIRECTED OTHERWISE
BY THE ARCHITECT OR OWNER'S REPRESENTATIVE. CONFORM TO ALL LAWS AND

ORDINANCES IN EFFECT CONCERNING THE PROPER DISPOSAL OF LUMINAIRES AND LAMPS.

COORDINATE THE REMOVAL OF MECHANICAL AND PLUMBING EQUIPMENT WITH THE
MECHANICAL AND PLUMBING CONTRACTORS. ELECTRICAL CONTRACTOR SHALL
DISCONNECT AND REMOVE ELECTRICAL POWER AND CONTROL CIRCUITS FOR EQUIPMENT
BEING REMOVED. REMOVE ALL ELECTRICAL EQUIPMENT ASSOCIATED WITH DEMOLISHED
MECHANICAL AND PLUMBING EQUIPMENT (DISCONNECT SWITCHES, MOTOR STARTERS,
RELAYS, ETC).
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MECHANICAL SYMBOLS

SQUARE SUPPLY DIFFUSER *
FGCO
SQUARE RETURN OR EXHAUST GRILLE
FFCO
o— PIPE TURNING UP
#
c— PIPE TURNING DOWN "
—— +—— SANITARY DRAIN BELOW GRADE
(2]

SANITARY VENT

DOMESTIC COLD WATER

—— DOMESTIC HOT WATER

BALL VALVE
FINISHED GRADE CLEAN OUT

FINISHED FLOOR CLEAN OUT

SANITARY DRAIN PIPE SIZE

SANITARY VENT PIPE SIZE

CONNECT TO EXISTING

4“
) v (¢
Dy |
|
|
ayp |
|
5 -l LAV
| 1-1/4" o T
WC-B WCA | [WCA %_D WCA || WCA 1.5
— Ao £
N @ £ ¥
iy [ ——i0 FFCO
Freo --%néc----ﬁ---éo- T b
>
7\ )
Y
3/4"\ /1-]/4" T
P (] 'gn?l-----o?o-- — =9 1P
4 40104 & =1 —_ &4 : Q 10 FFCO
2-WAY \ ! L Xi
FGCO
4" WC-B 2" dT)
WC-A <,:| £ WCA[—T WCA
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I
® |
(:> R LAV
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TRIM ROUGH-IN SIZES
MARK MANUFACTURER DESCRIPTION NOTES
MANUFACTURER DESCRIPTION WASTE | VENT Ccw HW
Model Sloan 111 manual flush valve, 1.28
SLOAN GPF.
AMERICAN Model 3451.001 floor mounted flush valve water
WC-A STANDARD closet, white vitreous china, top spud, 1.28 GPF, 4" 2" 1" -- 4
elongated 15" high bowl. Model 5905.110 extra heavy duty white
AM. STD. open front plastic seat less cover.
Model Sloan 111 manual flush valve, 1.28
Model 3043.001 ADA compliant floor mounted SLOAN GPF.
WC-B AMERICAN flush valve water closet, 12" rough in, white 4 o 1 B 14
STANDARD ;/gr]e;);shchlr?ak\) tolp spud, 1.28 GPF, elongated Model 5905.110 extra heavy duty white
'gh bowl. AM. STD. open front plastic seat less cover.
Model 6515.001 urinal, white vitreous china, Model Sloan 186 manual flush valve with
AMERICAN flush valve wall-hung, 3/4" back spud, elongated lever handle, 0.5 GPF. R Y "
UR STANDARD flushing rim, washout flushing action, 0.5 GPF. SLOAN 2 2 3/4 14,3
Coordinate mounting height with Architect.
Model 22C101 4" centerset deck mount
. . single handle faucet with grid drain. ) " ) " " "
LAV-A Trim for lavatory provided by others DELTA Provide with Leonard model 170-LF point 1-1/2 1-1/2 1/2 1/2 1,2,3,4,5
of use tempering valve.
D WADE 1100 series floor drain with 6" satin nickel bronze strainer. Provide trap protection device equal to ProSet o 1-1/2" 3
Trapguard.
GENERAL:
- Provide fixtures with all trim necessary for complete installation
NOTES:
1. Fixture and installation to meet requirements of Americans with Disabilities Act.
2. Provide BrassCraft SCR19XC or McGuire LFSTO9LK supply stops, escutcheon plates, and 1-1/4" cast brass p-trap.
3. Insulate water and waste piping below lavatory. Utilize insulation kit equivalent to IPS LavGuard?2.
4. Trim shall be provided with polished chrome finish.
5. Provide fixture carrier with feet anchor bolted to slab.
@ LAV
LAV
' LAV

sy

OO+
2-WAY
FGCO

NOTES BY SYMBOL:

1. EXTEND HOT AND COLD WATER PIPING DOWN TO
TUNNEL AND CONNECT TO EXISTING. VERIFY SIZE AND
LOCATION OF EXISTING. PROVIDE SHUTOFF VALVES
ABOVE NEW CEILING.

2. CONNECT HOT AND COLD WATER PIPING TO EXISTING.
VERIFY REQUIREMENTS TO RECONNECT REMAINING
FIXTURES.

3. EXTEND NEW VENT PIPING TO EXISTING 2" OR LARGER,
FIELD VERIFY SIZE AND LOCATION OF EXISTING.
TYPICAL.

4. PROVIDE 2x2 PERFORATED FACE EXHAUST GRILLE WITH
ROUND NECK, PRICE PDR OR EQUIVALENT AND CONNECT
TO EXISTING EXHAUST DUCT. VERIFY SIZE AND
LOCATION OF EXISTING.

5. PROVIDE 2x2 PERFORATED FACE SUPPLY GRILLE WITH
ROUND NEC, PRICE PDS OR EQUIVALENT AND CONNECT
TO EXISTING SUPPLY DUCT. VERIFY SIZE AND LOCATION
OF EXISTING.

6. CONNECT EXISTING DRAIN PIPING TO NEW. VERIFY
LOCATION OF EXISTING.

7. MODIFY DRAIN AND VENT PIPING AS REQUIRED TO
RECONNECT EXISTING FIXTURES.

8. EXTEND TO EXISTING BUILDING SEWER. FIELD VERIFY
SIZE AND LOCATION OF EXISTING.

1-1/4" L 3/4"

—— s
2-WAY

FGCO

ey

3/4"

J \:O;FCO

LAV

LAV

LAV
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LST Consulting Engineers, PR

SPOT TYPE AREA SMOKE DETECTOR o All light fixtures shall be provided with universal drivers capable of operating at 120/277V UNO.

e Fixtures shown half-shaded or noted with 'EM' shall be provided with an emergency battery to operate fixtures for a minimum of 90 minutes upon loss of normal power
NOTES:

MANHATTAN . WICHITA .
0 bt ke aass e om0 N S 8 €
785.587.8042 316.285.0696 ™M — 8
www.LSTengineers.com C B g %)
mail@LSTengineers.com S @) "C;
Project 23107 January 2024 ) ©=2
OC |8 =5
SO0 @
ElZs2
£ 8 ®
(O|=s 3
5 X
ELECTRICAL SYMBOLS _— |
——  PARTIAL HOMERUN ((?)
———  CONDUIT CONCEALED IN WALL OR ABOVE CEILING q) S
<
ClEs8
Ilc LINE VOLTAGE CIRCUIT CONDUCTORS § 2 Q
SHORT = HOT/TRACER/SWITCH LEG CONDUCTOR O 5 & §
LONG = NEUTRAL (GROUNDED) CONDUCTOR LIGHT FIXTURE SCHEDULE ' o £ 6
CURVED = GROUNDING (BONDING) CONDUCTOR X3 R
. LAY-IN TROFFER MARK MANUFACTURER MODEL NUMBER LAMP DATA DRIVER MOUNTING FINISH DESCRIPTION NOTES
(%} SINGLE POLE TOGGLE SNAP SWITCH >OW LED
A DAY-BRITE 2FPZ38L840-4-DS-UNV-DIM 3800 LUMEN | 0710V DIMMING LAY-IN WHITE 2x4 BACK-LIT FLAT PANEL TROFFER WITH OPAL LENS
LOW VOLTAGE OCCUPANCY SENSOR
B LEDALICHT 5926194035 WW 33W LED 0-10V DIMMING WALL WHITE LINEAR WALL MOUNTED FIXTURE WITH DIRECT/INDIRECT
3500 LUMEN DISTRIBUTION
©) JUNCTION BOX
GENERAL:
CEILING MOUNTED SPEAKER e All LEDs shall be 4000° K correlated color temperature, minimum 80 CRI.
®
=K

NOTIFICATION HORN/STROBE

KANSAS

" 1]
w©

&,
<L

NOTES BY SYMBOL:

1. CIRCUIT TYPE B FIXTURES FOR OPERATION WITH
ADJACENT HALLWAY FIXTURES.

2. PROVIDE DUAL TECHNOLOGY CEILING MOUNTED
OCCUPANCY SENSOR EQUIVALENT TO SENSORWORX
SWX-221 WITH POWER PACK AND 360 DEGREE SENSING.
CONNECT TO EXISTING 277V CIRCUIT PREVIOUSLY
SERVING LIGHTING IN THIS AREA.

3. RELOCATE FIRE ALARM DEVICE TO NEW CEILING OR
WALL. MODIFY CIRCUITRY AS REQUIRED.

4. RELOCATE EMERGENCY LIGHT AS REQUIRED FOR NEW
CONSTRUCTION. MODIFY CIRCUITRY AS REQUIRED.

5. REINSTALL SPEAKER IN NEW CEILING.
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