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GENERAL .

1. WHERE EXIST. BLDG. COMPONENTS ARE TO BE REMOVED; PATCH & 1] L
REPAIR THE SURFACES TO MATCH EXIST. FINISH, UNLESS NEW FINISHES EXISTING WOOD COLUMN SRUES A %,
ARE CALLED FOR IN THE FINISH SCHEDULE. TO REMAIN & PROTECTED 5 S o0e00s T,

2. REMOVE EXIST. BLDG. COMPONENTS AS INDICATED, IMPLIED OR AS DURING CONSTRUCTION 6-025/ § O oA CENSES,
REQUIRED SCHEMATICALLY SHOWN AS DASHED LINES. FIELD VERIFY ALL S 2
LOCATIONS. S e 2

3. ALL OTHER CUTTING, PATCHING & FINISHING, U.N.O. SHALL BE THE g § 5502 § E
RESPONSIBILITY OF THE GENERAL CONTRACTOR. g ¢ S E

4. NOTIFY ARCHITECT IMMEDIATELY IF ASBESTOS IS SUSPECTED ON SITE. B0, % TTOT0% § (§
DO NOT DISTURB UNLESS DIRECTED. 200, 200 JUNSHS 10 LS

5. 1T SHALL BE THE RESPONSIBILITY OF THE GENERAL CONTRACTOR TO \ Dyss, o000 WS
COORDINATE THE DEMOLITION BY DIFFERING TRADES. ) - Ding ONAL RRSsS

T
1-D2

SPECIFIC < REVISION:

[7] REMOVE EXISTING WINDOW UNIT. PREP FOR NEW WALL INFILL & \

WINDOW INSTALLATION. ~
REMOVE EXISTING AIR CONDITIONING WINDOW UNIT.
REMOVE EXISTING DRYER VENT. PREP & INSTALL NEW DRYER VENT L. R
IN'NEW WALL INFILL. T e b
REMOVE EXISTING RANGE & CONVECTION OVEN EXHAUST VENTS. | |
INSTALL NEW VENTS THRU NEW WALL INFILL.
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2. REMOVE EXIST. BLDG. COMPONENTS AS INDICATED, IMPLIED OR AS

1. WHERE EXIST. BLDG. COMPONENTS ARE TO BE REMOVED; PATCH &

REQUIRED SCHEMATICALLY SHOWN AS DASHED LINES. FIELD VERIFY ALL

LOCATIONS.
3. ALL OTHER CUTTING, PATCHING & FINISHING, U.N.O. SHALL BE THE

RESPONSIBILITY OF THE GENERAL CONTRACTOR.
4. NOTIFY ARCHITECT IMMEDIATELY IF ASBESTOS IS SUSPECTED ON SITE.

COORDINATE THE DEMOLITION BY DIFFERING TRADES.

DO NOT DISTURB UNLESS DIRECTED.
5. IT SHALL BE THE RESPONSIBILITY OF THE GENERAL CONTRACTOR TO

REMOVE EXISTING WINDOW UNIT. PREP FOR NEW WALL INFILL &

E‘ WINDOW INSTALLATION.
REMOVE EXISTING DRYER VENT. PREP & INSTALL NEW DRYER VENT
IN NEW WALL INFILL

REMOVE EXISTING AIR CONDITIONING WINDOW UNIT.

REMOVE EXISTING RANGE & CONVECTION OVEN EXHAUST VENTS.

INSTALL NEW VENTS THRU NEW WALL INFILL.

REMOVE EXISTING BLINDS & MOUNTING HARDWARE.

(REMOVE

REMOVE EXISTING TRIM ABOVE WINDOWS. PREP FOR NEW.
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FINISHES & INSTRUCTIONS
P1 LATEX ENAMEL P2 EPOXY PAINT
FLOOR | BASE |N.WALL |E.WALL |s.wALL |w.wALL |cEILING
@ o
> PE] S
0 > .@ > > .@ >
- % < % % < % ]
0o S ©|S S |5 2
- (2] (%] (%] (%]
4 < W < < W | < 14
9] 2 2 = E|= =z c|= g g
. (7] = = = . | = = s | = = 2>
o] W 7 7 7 % | © 7 o | 0 7 i
z a] &S &S &S o | &S & A &S 14
101 | HALL
102 | CONFERENCE
103 | cLASSROOM P1| P1
104 | OFFICE P1| P1
105 | oFFICE P1| P1
106 | OFFICE P1| P1
107 | OFFICE P1| P1
WINDOW FLASHING TAPE SHALL BE 08 {ITCHEN s
109 | cLASSROOM P1| P1
INSTALLED AT ALL SIDES, EDGES, 110 | CLASSROOM P1] P1
& CORNERS OF WINDOW OPENINGS 11| KITCHEN P1] P1
112 | DINING P1| P1
113 | cLASSROOM P1| P1
/ /\ GENERAL NOTES: SPECIFIC NOTES:
N ‘ 7 A. CONTRACTOR SHALL COORDINATE W/ INTERIOR ELEVATIONS, FLOOR PLANS AND MISCELLANEOUS 1.
~ DETAILS TO VERIFY ALL AESTHETIC ACCENTS AND DETAILS.
\ )\‘, B. ALL GYPSUM BOARD AREAS WHICH ARE ACCESSORIES TO THE ROOM INCLUDING BUT NOT LIMITED TO
SOFFITS, BULKHEADS, TRIM, ETC. SHALL BE PAINTED REGARDLESS OF WHETHER IT IS SPECIFICALLY
INDICATED PER SCHEDULE.
C. WALL TYPE SHOWN FOR GENERAL INFORMATION ONLY. CONTRACTOR SHALL COORDINATE WALL
MATERIAL W/ DRAWINGS AND FIELD CONDITIONS. ALL AREAS INDICATED TO RECEIVE NEW FINISH
SHALL RECEIVE COMPLETE FINISH AS SCHEDULED AT ENTIRE ROOM. CONTRACTOR SHALL
COORDINATE FINISHES AND ACCENTS WITH DETAILS AND INTERIOR ELEVATIONS.
:li WINDOW OPENING ﬂ:
(O]
z
P
w
& C )
S m m F J
3 4 E % Z <
9 VERTICAL TAPE X o < S
£ < o i o)
s W
p 3 I ) o fa)
HORIZONTAL TAPE
<A> 3-6" 40 9 A/D-A3
‘ 3_g" 40" MANKO SERIES 2727i, 4 E/H—A3
CORNER TAPE Q INSULATED GLAZING W/ /
," ,” INTEGRAL BLINDS
@ 3-6 3-8 2 A/D—A3 SIM
1 P
= OSESONROTROOSSON = N Gl e ——
o = GENERAL NOTES:
\/ \/ A. CONTRACTOR TO FIELD VERIFY EXISTING CONDITIONS AND EXISTING MASONRY OPENING DIMENSIONS.
B. CONTRACTOR MUST INSTALL MTL. FLASHINGS & CONT. CAULK FOR WEATHER & WATERTIGHT
CONDITIONS @ ALL EXTERIOR WINDOW UNITS.
WINDOW FLASHING TAPE C. CONTRACTOR MUST INSTALL 1/4" INSUL. OR THERMAL BREAK. CONTINUOUS AROUND WINDOW.
D. CONTRACTOR TO PROVIDE & INSTALL MFR’S COORDINATING PANNING SYSTEM.
C AT FACE, INSIDE FACE & ALL CORNERS
1"=1"-0"
- o~ — — — — — — — — — ~ - — — — — — — — — — —
3-6" 3-6" 3—6" 2'-g”
oz w|z o Wz
& S >|E ~|&
> |n ° > ln B wlo > |6 N
L|< , w (< | 0| w (< ,
= ¥ gt J13 g
N / 7 g h 3|
- AN b4 .
N ¥ a‘,’ N\ = A \ i g
2 AN S m /- . S = o
o N~ T o N~ o N~
; %
Py 2 ~ Fy
> o — = > —— X - — — — —
e ~le ole ~le
SF Uz >3 Uz
-2 -2 > o 12
= |n ] v |< e %]
L | < L |[<C s L |<C
= = =

B

&
WINDOW TYPES

1/2"°=1"-0"
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