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TYPE OF CONSTRUCTION INTERIOR REMODEL E Y @
FACILITY NAME FASY EGG RESTAURANT - 8
FACILITY ADDRESS 244 S, SANTA FE 1 A o=
SALINA, KS. 67401 _— |~
o - >,|
OWNER NAME 1858 PROPERTIES LLC o o=
OWNER ADDRESS 500 GRAVES BLVD - &
SALINA, KS. 67401 m Lo a
REASON FOR SUBMITTAL INTERIOR REMODEL q) D m -
COUNTY SALINE o > R~
FIRE DEPARTMENT CITY OF SALINA C R
WATER SUPPLY CITY OF SALINA O -
BLDG INSPECTION DEPT. CITY OF SALINA a .
AUTHORITY HAVING JURISDICTION CITY OF SALINA ﬁ > % -
ARCHITECT JONES GILLAM RENZ ARCHITECTS n=n

730 N. NINTH ST.
SALINA, KS 67401
(785) 827-0386

2018 INTERNATIONAL BUILDING CODE

2018 UNIFORM MECHANICAL CODE

2018 UNIFORM PLUMBING CODE

2017 NATIONAL ELECTRIC CODE

2018 INTERNATIONAL FIRE CODE

2010 ADA STANDARDS for ACCESSIBLE DESIGN

CODES/REGULATIONS

LEGEND

A

68" /24.4"——EXIT WDTH (ACTUAL/REQUIRED)
122/340 ——OCCUPANT LOAD (ACTUAL/ALLOWED)

DESIGNATED EMERGENCY EXIT

0 HOUR CONSTRUCTION

«JER

2—-HR RATED FIRE BARRIER W/
RATED PENETRATIONS

|
A

F
S

EMERGENCY LIGHT o FIRE HYDRANT QFH
EXIT/EMERGENCY LIGHT & FIRE EXTINGUISHER ®fE

N

A

OCCUPANCY GROUP (AU — ACCESSORY USE) B

OCCUPANCY USE CLASSROOM
ROOM SQUARE FOOTAGE/OCCUPANT LOAD FACTOR 712 50
OCCUPANT LOAD/REQUIRED NUMBER OF EXITS 14 1

K

N T

50'-0"

CODE I NFORMATI ON

OCCUPANCY OVERALL: A2 ASSEMBLY CONSTRUCTION TYPE: V-B

ALLOWABLE AREA: (PER IBC TABLE 506.2) ACTUAL BUILDING AREA:

BASE ALLOWABLE 6,000 SF TENANT SPACE 1 3,155 SF
TENANT SPACE 2 1,155 SF
OUTDOOR PATIO 490 SF
TOTAL BUILDING 4,800 SF

ACTUAL STORIES: 1

ALLOWABLE STORIES: 1
(PER IBC TABLE 504.4)
ALLOWABLE HEIGHT: 40’ ACTUAL HEIGHT: 18’

(PER IBC TABLE 504.3)

+165'-0"

@B SITE PLAN
ey —

0 8’ 16’ 32’
FIRE_RESISTANCE RATING FOR BUILDING ELEMENTS  V-B
STRUCTURAL FRAME: 0 HR

INTERIOR BEARING WALLS: 0
INTERIOR NON—BEARING WALLS: 0

S EXTERIOR BEARING WALLS: 0 HR
0
0

EXTERIOR NON—BEARING WALLS:
FLOOR /CEILING:

CEILING /ROOF: 0 HR
SHAFT ENCLOSURES: NONE
STAIRS: NONE

OCCUPANCY SEPARATIONS:  (PER IBC SEC. 508.3)
ALLOWABLE AREA & HEIGHT CALCULATIONS ARE BASED ON THE MOST

RESTRICTIVE USE. DIFFERENT USES ARE NOT SEPARATED BY FIRE BARRIERS.

ROOF COVERINGS
\ CLASS C OR BETTER
\ INCIDENTAL SEPARATIONS: (PER IBC TABLE 509)
N 5 2—HR FIRE BARRIER PROVIDED BETWEEN TENANTS.

SPECIAL CONDITIONS:
\\ [ENANT SPACE EXIT & EMERGENCY LIGHTING, PORTABLE FIRE EXTINGUISHERS

\ 1,123 | 150 2 34" /1.6” KITCHEN AREA SHALL HAVE CLASS K FIRE EXTINGUISHERS AS REQUIRED BY AHJ.
65 TRAVEL DISTANCE - - ° - - - - ==8 /L 8/170

NEW RESTAURANT TENA

ELECT.

99 /"[
It
TOILET

117 [E

EGRESS — NO STEPS AT REQUIRED EXITS

FIRE ALARM REQUIREMENTS:
NOT REQUIRED — NOT PROVIDED
a5 AUTOMATIC FIRE SUPPRESSION SYSTEM:
' NOT REQUIRED — PER IBC 903.2.1.2:

J H AUTOMATIC FIRE SUPPRESSION SYSTEM COMMERCIAL TYPE 1 HOOD:
i AUTOMATIC FIRE SUPPRESSION REQUIRED AT TYPE 1 HOOD.

EMERGENCY POWER SOURCE:
34" /7.4 EXIT SIGNS, EXIT ILLUMINATION & EMERGENCY LIGHTING IS BY BATTERY BACK—-UP
—T T 37/170 HAZARDOUS MATERIALS: (PER IBC TABLE 307.1(1))

HALL
181

46" /6.2 S
31/230 Y _'|_ L

="

o

THE EASY EGG RESTURANT

N A2 27(1/3)
AN SEATING ~

I
|
|
|
[@ A2 : (2 o] 2 0 SMOKE CONTROL: SMOKE PARTITIONS: ~ STANDPIPES:
A2 || TIEJDISHWASHING L | | NOT REQUIRED NOT REQUIRED NOT REQUIRED
O—!; :
|

N —-27(1/3) 00" TRAVEL DISTANGE 11,217 15 - Q | E NO HAZARDOUS MATERIALS ARE TO BE STORED

I OUTDOOR DRAFTSTOPPING:
169(200; =] =] =] =] u] u] u] .
: i-;?Rggg 1 I SEATING NOT REQUIRED — NOT PROVIDED
e i = TOTAL OCCUPANT LOAD: 100 OCCUPANTS (INDOOR) / 20(OUTDOOR)
) . '

194 ol :@ - 10 E EXITING: REFERENCE PLAN

. 6] | OCCUPANT LOAD FACTORS:  PER SEATING
A2 R | 1hsn P e et e | 20/3)— B — = — L — — — — OCCUPANCY USE LOAD FACTOR __ STORY — 1 EXIT

~IKITCHEN 37/170 A2 RESTAURANT 15 sf/OCCUPANT 49 REVISION:

e 41 BAR A2 KITCHEN 200 sf/OCCUPANT 49

SREP R FIFIE i
| F/ﬂH H PLUMBI NG FI XTURE COUNT

1] 1
L _________________________________________________________________________________|

RESTAURANT (A—2) — 100Q(interior) + 20(patio) OCCUPANTS = 120 (60 EACH)

REQUIRED FIXTURES:

MALE — 1 TOILET & 1 LAVATORY DATE: 6-18-2026

FEMALE — 1 TOILET & 1 LAVATORY JOB: 25-3546

A FLOOR PLAN TOTAL PROVIDED FIXTURES SHEET NO.:
MALE — 1 TOILET, 2 URINALS & 1 LAVATORY

0 e 8 16’ FEMALE — 3 TOILETS & 1 LAVATORY
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NOTE:

1. CONTRACTOR SHALL REFER TO ARCHITECTURAL PLANS FOR EXACT
LOCATIONS AND DIMENSIONS OF ENTRANCE, SLOPED PAVING, EXIT PORCHES,
RAMPS, TRUCK DOCKS, PRECISE BUILDING DIMENSIONS AND EXACT BUILDING
UTILITY ENTRANCE LOCATIONS.

2. THESE PLANS HAVE NOT BEEN VERIFIED WITH FINAL ARCHITECTURAL
CONTRACT DRAWINGS. CONTRACTOR SHALL VERIFY AND NOTIFY THE
ENGINEER OF ANY DISCREPANCIES. CONTRACTOR IS FULLY RESPONSIBLE FOR

REVIEW AND COORDINATION OF ALL DRAWINGS AND CONTRACTOR DOCUMENTS.

UNDERGROUND UTILITY STATEMENT:

THE UNDERGROUND UTILITIES SHOWN HEREON ARE DEPICTED FROM FIELD SURVEY
INFORMATION OF ONE—CALL LOCATED UTILITIES AND/OR THE SCALING AND
PLOTTING OF EXISTING UTILITY MAPS AND DRAWINGS MADE AVAILABLE TO THE
SURVEYOR AT THE TIME OF SURVEY. THE SURVEYOR DOES NOT CERTIFY THAT
THE UNDERGROUND UTILITIES SHOWN COMPRISE ALL UNDERGROUND UTILITIES IN
THE AREA, EITHER IN SERVICE OR ABANDONED. FURTHERMORE, THE SURVEYOR
DOES NOT CERTIFY THAT THE UNDERGROUND UTILITIES SHOWN ARE IN THE
EXACT LOCATION DEPICTED ALTHOUGH THE SURVEYOR DOES CERTIFY THAT THEY
ARE DEPICTED AS ACCURATELY AS POSSIBLE FROM INFORMATION MADE
AVAILABLE TO THE SURVEYOR AT THE TIME OF SURVEY. THE SURVEYOR HAS
NOT PHYSICALLY LOCATED THE UNDERGROUND UTILITIES SHOWN HEREON BY
EXCAVATION UNLESS OTHERWISE NOTED ON THIS SURVEY. KANSAS ONE-CALL
TICKET # 22574676.

SAFETY NOTICE TO CONTRACTOR

IN ACCORDANCE WITH GENERALLY ACCEPTED CONSTRUCTION PRACTICES, THE
CONTRACTOR SHALL BE SOLELY AND COMPLETELY RESPONSIBLE FOR CONDITIONS
OF THE JOB SITE, INCLUDING SAFETY OF ALL PERSONS AND PROPERTY DURING
PERFORMANCE OF THE WORK. THIS REQUIREMENT WILL APPLY CONTINUOUSLY
AND NOT BE LIMITED TO NORMAL WORKING HOURS.

EXISTING BUILDING

WARRANTY / DISCLAIMER

THE DESIGNS REPRESENTED IN THESE PLANS ARE IN ACCORDANCE WITH
ESTABLISHED PRACTICES OF CIVIL ENGINEERING FOR THE DESIGN FUNCTIONS
AND USES INTENDED BY THE OWNER AT THIS TIME. HOWEVER, NEITHER
KAW VALLEY ENGINEERING, INC NOR ITS PERSONNEL, CAN OR DO WARRANT
THESE DESIGNS OR PLANS AS CONSTRUCTED, EXCEPT IN THE SPECIFIC
CASES WHERE KAW VALLEY ENGINEERING PERSONNEL INSPECT AND
CONTROL THE PHYSICAL CONSTRUCTION ON A CONTEMPORARY BASIS AT
THE SITE.

CAUTION — NOTICE TO CONTRACTOR

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR
ELEVATION OF EXISTING UTILITIES AS SHOWN ON THESE PLANS IS BASED ON
RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE,
MEASUREMENTS TAKEN IN THE FIELD. THE INFORMATION IS NOT TO BE RELIED
ON AS BEING EXACT OR COMPLETE. THE CONTRACTOR SHALL CALL THE
APPROPRIATE UTILITY COMPANY AT LEAST 72 HOURS BEFORE ANY EXCAVATION
TO REQUEST EXACT FIELD LOCATION OF UTILITIES. IT SHALL BE THE
RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING UTILITIES
WHICH CONFLICT WITH PROPOSED IMPROVEMENTS SHOWN ON THE PLANS.

THE CONTRACTOR SHALL EXPOSE EXISTING UTILITIES AT LOCATIONS OF
POSSIBLE CONFLICTS PRIOR TO ANY CONSTRUCTION.

>N

[N

P .

CONTRACTOR TO REPAIR CURB, PAVEMENT,
ETC. DAMAGED DURING CONSTRUCTION PER
CITY OF SALINA DETAILS. CONTRACTOR TO
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NOTES:
1. EXISTING CONDITIONS ARE SHOWN PER PREVIOUS COMPLETED SURVEY DATA AND

PER AERIAL PHOTOGRAPHY/CITY GIS INFORMATION. CONTRACTOR TO VERIFY SITE
CONDITIONS PRIOR TO CONSTRUCTION

2. BUILDING IMPROVEMENTS ARE SHOWN PER ARCHITECTURAL PLANS FOR REFERENCE
ONLY. REFER TO ARCHITECTURAL PLANS FOR SITE INFORMATION AND DETAILS.

DATUM BENCHMARK:

DATUM IS U.S. SURVEY FEET AND REFERS TO NAVD88 DATUM BASED ON THE CITY BENCHMARK NUMBER 96.

(CITY BM #96: ADJUSTING NUT OF FIRE HYDRANT, SOUTHEAST CORNER OF SANTA FE AVENUE AND MULBERRY STREET.
ELEV=1229.24)

BENCHMARKS:
BM #1: CHISELED "SQUARE ON TOP OF THE NORTHWEST CORNER OF A CONCRETE WALL LOCATED IN THE SOUTHEAST
QUADRANT OF THE INTERSECTION OF SANTA FE AVENUE AND WALNUT STREET, BEING 21+ FEET EAST AND 42+ FEET

SOUTH OF THE CENTERLINE OF SAID INTERSECTION,
ELEV=1226.25

BM #2: CUT "SQUARE” ON TOP OF CONCRETE, 21+ FEET WEST AND 48t FEET NORTH OF THE NORTHWEST PROPERTY
CORNER, SAID CORNER BEING THE SOUTHWEST CORNER OF LOT 160 ON SANTA FE AVENUE IN THE ORIGINAL TOWN
SALINA. ELEV=1227.48

FLOOD STATEMENT:

SURVEYED PARCEL IS SHOWN TO BE LOCATED IN ZONE X" ON THE FLOOD INSURANCE RATE MAP FOR SALINA,
KANSAS. COMMUNITY PANEL NO. 20169C0228C, REVISED DATE APRIL 18, 2018. LOCATION DETERMINED BY A SCALED
GRAPHICAL PLOT OF THE FLOOD INSURANCE RATE MAP.

DETAILS — SEE DETAIL SHEET NO. 02
FOR THE FOLLOWING DETAILS 0 5 10 20

e
510 CLEANOUT

SCALE: 17 = 10’

() NoTES:

17 GAS SERVICE LINE PER MEP PLANS — CONTRACTOR TO COORDINATE WITH
GAS COMPANY AND PAY ALL FEES ASSOCIATED WITH GAS SERVICE. PROVIDE
TRENCHING, BACKFILLING, AND MATERIALS AS REQUIRED BY KANSAS GAS

19 UNDERGROUND POWER PER LOCAL POWER COMPANY (SEE ARCHITECTURAL
AND MEP PLANS)

20 2" BLUE HDPE CTS, PE4710, SDR—9, PRESSURE CLASS 200, AWWA C901,
ANSI/NSF 61. DOMESTIC WATER SERVICE LINE (REFER TO MEP PLANS)
(MINIMUM BURIAL DEPTH 427)

20A DOMESTIC WATER SERVICE CONNECTION TO BUILDING (SEE MEP PLANS)

208 CONNECT PROPOSED DOMESTIC WATER SERVICE LINE TO EXISTING 12" WATER
MAIN USING TAPPING SLEEVE AND VALVE. CONTRACTOR TO COORDINATE TAP
WITH THE CITY. CONTRACTOR TO VERIFY DEPTH AND LOCATION OF EXISTING
WATER MAIN PRIOR TO CONSTRUCTION.

20C WATER METER AND PIT. CONTRACTOR TO COORDINATE TAP AND METER WITH
THE CITY. CONTRACTOR IS RESPONSIBLE FOR ANY AND ALL COSTS
ASSOCIATED WITH WATER METER AND TAP. COORDINATE WITH CITY OF
SALINA.

70 4” SANITARY SEWER SERVICE LINE, PVC SDR 26 AT MINIMUM 2% SLOPE

70A 4" 45° BEND

708 4" WYE WITH CLEANOUT

71 6” SANITARY SEWER SERVICE LINE, PVC SDR 26 AT MINIMUM 1% SLOPE

71A 6”X6'"X4” WYE AND 6”X4” REDUCER

71B PRIVATE BUILDING SANITARY SEWER LINE TO BE CONNECTED TO EXISTING
SEWER MAIN PER CITY OF SALINA STANDARDS. NOTIFY SALINA UTILITIES
DEPARTMENT (785) 826—7305 PRIOR TO CONNECTING TO PUBLIC SANITARY
SEWER MAIN. CONTRACTOR TO COMPLY WITH ALL APPLICABLE FEDERAL,
STATES, AND LOCAL REGULATIONS; INCLUDING CONFINED SPACE ENTRY.

72 SEE MEP PLANS FOR CONTINUATION OF SANITARY SEWER SERVICE LINE

73 SANITARY SEWER SERVICE PER MEP PLANS. REFER TO MEP PLANS FOR
DETAILS

74 GREASE INTERCEPTOR (REFER TO MEP PLANS)

75 INSTALL CLEANOUT PER MEP PLANS

76 SANITARY SEWER SERVICE LINE CONNECTION TO BUILDING PER MEP PLANS

UTILITY NOTES:
1. CONSTRUCTION SHALL NOT START ON ANY PUBLIC WATER OR SANITARY SEWER SYSTEM UNTIL
WRITTEN APPROVAL OR PERMITS HAVE BEEN RECEIVED FROM THE OWNER.

2. ALL UTILITY AND STORM SEWER TRENCHES CONSTRUCTED UNDER AREAS THAT RECEIVE PAVING
SHALL BE BACKFILLED TO 18 INCHES ABOVE THE TOP OF THE PIPE WITH SELECT GRANULAR
MATERIAL PLACED ON EIGHT—INCH LIFTS, AND COMPACTED TO 95% MODIFIED PROCTOR DENSITY.

5. CONTRACTOR SHALL NOT OPEN, TURN OFF, INTERFERE WITH, OR ATTACH ANY PIPE OR HOSE TO
OR TAP ANY WATER MAIN BELONGING TO THE CITY UNLESS DULY AUTHORIZED TO DO SO BY THE
CITY. ANY ADVERSE CONSEQUENCE OF ANY SCHEDULED OR UNSCHEDULED DISRUPTIONS OF
SERVICE TO THE PUBLIC ARE TO BE THE LIABILITY OF THE CONTRACTOR. KAW VALLEY
ENGINEERING AND OWNER ARE TO BE HELD HARMLESS.

4. DISINFECTION AND PRESSURE TESTING OF WATER LINES SHALL BE PERFORMED AND PAID FOR
BY THE CONTRACTOR UNDER SUPERVISION OF A REPRESENTATIVE OF THE CITY WATER DEPARTMENT.
CONTRACTOR SHALL NOTIFY THE CITY OF SALINA WATER DEPARTMENT 24 HOURS MINIMUM, PRIOR
TO ANY TESTING.

5. ALL WATER AND SANITARY SEWER SYSTEMS THAT ARE TO BE PUBLIC LINES SHALL BE
CONSTRUCTED IN ACCORDANCE WITH SPECIFICATIONS PREVIOUSLY APPROVED BY THE CITY OF
SALINA AND THE KANSAS DEPARTMENT OF HEALTH AND ENVIRONMENT (KDHE) AND SHALL BE
INSPECTED BY THE CITY. IT IS THE CONTRACTOR’'S RESPONSIBILITY TO ASSURE THAT THIS
INSPECTION OCCURS.

6. LOCATIONS SHOWN FOR PROPOSED WATER LINES ARE APPROXIMATE. VARIATIONS MAY BE

MADE, WITH APPROVAL OF THE ENGINEER, TO AVOID CONFLICTS.

7. CONTRACTOR TO INSTALL TRACING WIRE ALONG ALL NON—METALLIC WATER MAINS AND SERVICE
LINES PER SPECIFICATIONS.

8. CONTRACTOR SHALL EXPOSE EXISTING UTILITIES AT LOCATIONS OF POSSIBLE CONFLICT AND
POINTS OF CONNECTION PRIOR TO ANY CONSTRUCTION OF NEW UTILITIES.

9. WATER SERVICE LINES SHALL HAVE A MINIMUM COVER OF 42 INCHES AND MAINS MINIMUM
COVER OF 54 INCHES. ALL VALVES ON MAINS AND FIRE HYDRANT LEADS SHALL BE WITH VALVE
BOX ASSEMBLIES. THE SIZE OF VALVE BOX ASSEMBLY TO BE INSTALLED IS DETERMINED BY THE

TYPE AND SIZE OF VALVE. VALVE BOX CAPS SHALL HAVE THE WORD "WATER”".

10. TWO FEET OF VERTICAL SEPARATION IS REQUIRED WHERE WATER LINES, INCLUDING SERVICE
LINES, AND SANITARY SEWER CROSS. WHERE A WATERLINE (SERVICE LINE) CROSSES A NEW
(EXISTING) FORCE MAIN (FORCE SERVICE LINE), THE WATERLINE (SERVICE LINE) MUST ALWAYS
CROSS OVER THE FORCE MAIN (FORCE SERVICE LINE) WITH A MINIMUM VERTICAL SEPARATION
DISTANCE OF 2 FT. SEWER LINE JOINTS ARE TO BE LOCATED AS FAR AS POSSIBLE FROM THE
INTERSECTED WATER LINE. WHEN LAID PARALLEL, AT LEAST 10 FEET OF HORIZONTAL SEPARATION IS
REQUIRED BETWEEN WATER LINES AND SANITARY SEWERS. SEPARATION BETWEEN WATER LINES AND
SANITARY SEWER MANHOLES IS THE SAME AS THAT FOR SANITARY SEWERS. IN CASES WHERE THE
REQUIRED SEPARATION CANNOT BE MAINTAINED ADDITIONAL PROVISIONS TO PROTECT THE WATER
LINE SHOULD BE USED, AS DESCRIBED IN SECTION 501 OF THE SPECIFICATIONS. ALL SEPARATION
DISTANCES ARE MEASURED FROM EDGE—TO—EDGE. REFER TO SALINA STANDARD DETAIL SHEET NO.

27 (REVISED 10/23).

11. THE PRIVATE BUILDING SANITARY SEWER LINE SHALL BE CONNECTED TO EXISTING PUBLIC
SANITARY SEWER MAIN PER CITY OF SALINA STANDARDS. PLEASE NOTIFY SALINA UTILITIES
DEPARTMENT (785) 826—7305 PRIOR TO CONNECTING TO PUBLIC SANITARY SEWER MAIN.
CONTRACTOR TO COMPLY WITH ALL APPLICABLE FEDERAL, STATES, AND LOCAL REGULATIONS;
INCLUDING CONFINED SPACE ENTRY.

12. CONTRACTOR TO REFER TO MEP PLANS AND COORDINATE WITH EVERGY FOR NEW ELECTRIC
SERVICE

15. WORK IN COMPLETED WITHIN RIGHT—OF—WAY SHALL MEET OR EXCEED CITY OF SALINA
STANDARDS. WORK IN RIGHT—OF—-WAY SHALL BE INSPECTED BY CITY STAFF PRIOR TO COVERING OR

POURING CONCRETE. PLEASE CALL (785) 309—-5725 TO SCHEDULE AN INSPECTION.
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